ANALYSIS OF INTEGRATION OF MULTI-TERMINAL HVDC NETWORK TO WEAK GRIDS

Kamyab Givaki¹, Md Habibur Rahman², Dimitrios Vozikis², Ashkan Giveki³,

¹Edinburgh Napier University, Edinburgh, UK
²University of Strathclyde, Glasgow, UK
³Tehran University, Tehran, Iran

*k.givaki@napier.ac.uk

Keywords: MULTI-TERMINAL HVDC, VECTOR CURRENT CONTROL, WEAK GRID, DC VOLTAGE CONTROL, VOLTAGE CONTROL, MODULAR MULTI-LEVEL CONVERTER.

Abstract

In this paper, the integration of multi-terminal HVDC systems to weak power grids is analysed under different grid strengths and control methods. In this paper, a modular multi-level converter based MTDC network is considered. The analysis showed the importance of voltage control of DC network. The voltage control of DC network needs to be performed from the converter station connected to the strongest AC network. Furthermore, the analysis shows that either droop or PI control can be used for controlling the DC voltage of the MTDC network connected to one or more weak grids. However, the droop control of DC voltage provides faster response compared to PI with larger steady state error. Finally, the analysis showed that the MMC-based MTDC is capable of ride-through unbalanced AC side faults even if the faults occur in a weak grid.

1 Introduction

Increased global energy demands and environmental concerns caused high integration of renewable energy generation to the power grids. Furthermore, energy exchange between neighbouring countries (markets) could be an option for meeting the increasing energy demands. Therefore, power needs to be transmitted over long distances and to ease the energy growth multi-terminal HVDC (MTDC) system is a favourable option for energy exchange.

On the other hands, large offshore wind farms have been planned in Europe and around the world. The integration of such offshore wind farms to the grid over long distance is one of the main challenges for the developers and system operators. Many of the UK’s proposed large offshore wind farms are located long distance away from the onshore connection points and MTDC becomes the preferred choice for their network integration[1]. The MTDC system is desired to capable of interfacing with all kinds of AC grid such as stiff, weak and passive grid system.

One of the main barriers for developing MTDC system is DC fault protection, fault location recognition and isolation [2-4]. A DC fault event in the MTDC network causes a steep rise in fault current and DC voltage collapse due to the low impedance of the system. Compare to two-level VSCs, half bridge MMC is experienced lower DC fault current due to the absence of a large DC side capacitor at its converter terminal and the presence of relatively small cable capacitance [5].

Multi-terminal means more than two converter stations are interlinked by an HVDC transmission network. The most appropriate technology for multi-terminal applications is voltage source converters (VSC) based HVDC. In an MTDC system, the converter can act as either an inverter or a rectifier depending on its power direction. At least one VSC converter must be assigned to control the DC voltage link in order to maintain the power balance in the MTDC grid. No communication is required between the converters as VSC converter is governed by its local control and operates independently to provide fast multi-converter control of the MTDC system[6, 7]. On the other hand, to configure line commutated converter (LCC) based MTDC network is much more complicated where power flow direction is required to change. Therefore, DC voltage polarity needs to be adjusted for the power flow reversal but this could cause interruption to the entire MTDC network. Thus, large-scale offshore transmission grids integration in multi-terminal VSC HVDC becomes a preferable choice. Some researchers have also proposed hybrid MTDC transmission combined with both LCC and VSC technology [8, 9].

Examples of operational MTDC systems are Sardinia-Corsica-Italy interconnection, Quebec-New England interconnection, and Zhoushan DC Grid. First two projects are started as a point to point HVDC system and later extended to multi-terminal systems. However, Zhoushan DC Grid is a true MTDC system with 5 terminals [8, 10].

Furthermore, as the newly constructed or planned offshore wind farms are large injecting a bulk amount of power to the grid, and are located far from the conventional generation units, the strength of grid at the connection point is reduced dramatically [11, 12]. The strength of a point in the power system is measured by short circuit ratio (SCR). When the SCR is greater than 3 the system is considered as a strong grid and when 2<SCR<3 and SCR<2 the system is defined as weak and very weak, respectively [13].

A converter controlled by vector current controller connected to a weak power network can potentially become unstable, and
the active power transfer capability of the converter will be limited to a portion of converter rated power [14, 15]. For a weak grid, the voltage is very sensitive to both active and reactive power changes. Thus, voltage magnitude and phase angle stabilisation after a power change in a weak grid are required [16]. Therefore, for an MTDC system connected to multiple weak grids, the analysis of system requirement for a stable operation is important.

In this paper, a three-terminal MTDC system is considered to study the impacts of connecting MTDC system to different power grids with different strengths. Furthermore, different DC link voltage control methods are tested under various grid strength.

Following this introduction, the model of MTDC system, control methods, etc. are discussed in section 2. In section 3, case studies are discussed and simulation results are provided. The discussion of the simulation results and case studies are presented in section 4. Finally, section 5 concludes the paper.

2. Methodology

The layout of the test system is presented in Fig. 1. As shown in Fig. 1, a meshed MTDC network with three converter stations and 3 DC transmission cables are used for the analysis. The DC cables are modelled by the π sections. Number of π sections depends on the link length (each 10km is modelled as one π section). The length of DC transmission cables in the MTDC network in all case studies and simulations are as shown in Fig. 1, unless said otherwise.

![Schematic diagram of the test MTDC system](image)

![Schematic block diagram of average model of MMC with controller](image)
It is assumed that MMC1 controls the DC network voltage. Two different DC voltage control strategies are used and compared: droop control and proportional-integral (PI) control of DC grid voltage. The other converter stations (MMC1 and MMC2) are also controlling the active power flow to/from the DC network. For these converters, the power orders are set and the d-axis current reference is calculated as

\[ P^* = \frac{2}{3} V_d I_d^* \]  (1)

where \( P^* \) is the power order, and \( V_d \) and \( I_d^* \) represent the d-axis voltage of converter terminal and current reference, respectively.

In this paper, the average model of the half-bridge MMC is used to offer faster simulation times than the switched model. The average model swaps the string of cells in each arm with a single average value cell. The capacitances of all cells (within an arm) are aggregated and modelled as a single capacitance which is fed by a current source which replicates current within the voltage source. The voltage built up across the arm is defined by the number of cells that are switched on within an arm and is modelled as a controllable voltage source, the magnitude of which is given by the modulation index \( m \) used to measure the cell capacitance voltage[17].

The values of parameters used in simulations are presented in Table 1 and Table 2. Furthermore, Table 3 presents the cable parameters.

Fig. 2 shows the control block diagram and average model of the MMC station. As seen in Fig. 2, the current controller consists of positive and negative sequences. The AC voltage/reactive power and DC voltage/reactive power are regulated through direct and quadrature orders of the positive current orders, respectively. On the other hands, the references for negative sequence d- and q-axis currents are set at zero, to eliminate negative sequence currents during asymmetric ac faults or unbalanced voltage. By using positive and negative sequence controllers, the contribution of MMC to AC faults is limited and the main AC modulating signals are generated.

Furthermore, an active circulating current suppression controller (CCSC) is used in Fig. 2 to limit the 2nd order harmonic of the MMC arm current. This will reduce power losses of switches and voltage ripples of the capacitor voltage of sub-modules. The output of this controller is applied to the modulating signal.

Another supplementary controller (average capacitor voltage controller) is used in Fig. 2 to improve the dynamic responses of MMC. The output of this controller is added to the main modulation signals and mainly adjusts the DC component of modulation signals. The ACVC independently regulates the voltages of half-bridge sub-modules capacitors. In case of any changes in the active power/DC voltage orders, this controller eliminates the requirement of a significant change in the energy level of cell capacitors.

In all the simulations, SCR is defined by the short circuit capacity at the AC side connection point and Xr (the ratio of inductive part to the resistive part of the grid impedance) is set to 7.

<table>
<thead>
<tr>
<th>Table 1. System and controllers parameters for each converter</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Parameter</strong></td>
</tr>
<tr>
<td>Rated Apparent Power (S)</td>
</tr>
<tr>
<td>Rated Active Power (P)</td>
</tr>
<tr>
<td>Converter Nominal DC Voltage</td>
</tr>
<tr>
<td>Converter Nominal AC voltage</td>
</tr>
<tr>
<td>AC Grid Voltage</td>
</tr>
<tr>
<td>Nominal Frequency</td>
</tr>
<tr>
<td>Transformer rated Power</td>
</tr>
<tr>
<td>Transformer Voltage ratio</td>
</tr>
<tr>
<td>Transformer Reactance</td>
</tr>
<tr>
<td>Transformer Resistance</td>
</tr>
<tr>
<td>Grounding Resistance(Ya)</td>
</tr>
<tr>
<td>DC Link Inductance(DCL)</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Table 2. Internal parameters of MMC for simulation</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Parameter</strong></td>
</tr>
<tr>
<td>Arm inductance</td>
</tr>
<tr>
<td>Number of cells per arm (N)</td>
</tr>
<tr>
<td>Cell Capacitance</td>
</tr>
<tr>
<td>Average Cell capacitance</td>
</tr>
<tr>
<td>IGBT/Diode Snubber Resistance</td>
</tr>
<tr>
<td>IGBT/Diode Snubber Capacitance</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>DC Cable Parameters</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Parameter</strong></td>
</tr>
<tr>
<td>Resistance</td>
</tr>
<tr>
<td>Inductance</td>
</tr>
<tr>
<td>Capacitance</td>
</tr>
</tbody>
</table>
3 Case Studies

In this section, different cases are considered to study the behaviour of an MTDC system connected to weak power networks and simulation have been conducted in Matlab/Simulink platform.

3.1 Strong grids, different DC voltage control

For this case, it is assumed that the SCR at the connection point of AC networks to the MTDC system is 5. In this section, droop control and PI control of DC voltage are compared. The power of station 1 and station 2 ramped up to +500MW (rectifying) at 0.25s and 1.75s, respectively. Therefore, the power of station 3 is then increased to -1000MW (inverting). As seen in Fig. 3, the DC voltage, one phase RMS AC voltage and active power of 3 converter stations are well controlled with both control methods.

As seen in Fig. 3, the DC voltage overshoot and settling time with PI is larger compared to droop controller, however, using droop controller will cause around 5% steady-state error when station 3 (converter that controls the DC voltage) transfers the rated power.

The inverting and rectifying operation modes of station 1 and 2 and station 3 with DC voltage droop control are presented in Figs. 4 (a) and (b), respectively.

3.2 Weak AC grids at different positions

In this section, various grid strengths are tested for each AC grid connected to converter stations.

Firstly, the SCR of AC grids 1 and 3 are considered to be 2 (weak grids), and AC grid 2 is assumed to be a strong one (SCR=5). As the previous case, converter 3 controls the DC voltage of MTDC network using droop control. The simulation results for this case is presented in Fig. 5.

The operation of the converter as a rectifier, when connected to the weak grid, is more likely to become unstable [18] compared to inverter operation mode. Therefore, in this case, the active power output of station 1 is ramped to -1000MW (inverting) at 0.25s and the power order of station 2 is 0 (before 1.75s), station 3 needs to work as a rectifier. Therefore, this case will be a very difficult case for station 3 to deal with.

![Fig. 3. Different DC link voltage controller (strong AC grids)](image)

![Fig. 4. (a) Inversion mode, (b) rectification mode operations of converters (strong grid)](image)
does not violate the power flow constraints of station 3 and the system comes back to stable operation and DC voltage again increase to around its rated value (800kV).

Conversely, in Fig. 6, station 3 which controls MTDC voltage is connected to a strong AC grid with SCR=5. As seen in Fig. 6, the power of station 1 ramped to -1000 MW (Inverting). However, in this case, two other stations are connected to weak AC grids, all the stations follow the power orders as mentioned in previous case and the system is stable.

From the simulation results presented in Figs. 5 and 6, it can be concluded that for stable operation of an MMC-based MTDC controlled by vector current control, one of the AC grids connected to converter station need to be strong one and that the DC voltage control of MTDC should be performed from the converter station connected to that strong grid. Therefore, in rest of simulation in this paper. It is assumed that the DC voltage control is performed by the converter station connected to strong grid and the rest of stations are connected to weak AC network.

### 3.3 Comparison of capability of power transfer capability with different DC voltage controller and operation mode

In this section, the power transfer capability of converters connected to weak grids with different controllers and operating modes are compared. The SCRs of AC grids 1 and 2 are set to 1 (very weak grid). The SCR of AC grid 3 is set to 5 (strong) so that the DC voltage of MTDC network maintain constant and it does not compromise the results of active power transfer capability for other converters. It is assumed that the length of cable1 is also 100km similar to other cables lengths.

It is assumed that the station 1 works as inverter and station 2 works as a rectifier. The results for power transfer capability of stations are presented in Table. 4. As the AC grid 3 is strong, the power transfer capability of station 3 is not presented in Table 4.

As seen Table 4, the power capability of the converter with both PI and droop control of DC voltage is similar. However, in rectifying mode (+ sign power) the transfer capability is lower compared to inverting mode (− sign power).

It should be noted that in the relevant literature, it is reported that converter connected to the weak grid can transfer up to 60-70% of the rated power[14], however, to achieve this number, comprehensive control tuning effort is needed which is out of the scope of this paper.

**Table 4. Power transfer capability**

<table>
<thead>
<tr>
<th>Mode of Operation</th>
<th>Controller</th>
<th>Station 1</th>
<th>Station 2</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>PI</td>
<td>-575 MW</td>
<td>+416 MW</td>
</tr>
<tr>
<td></td>
<td>Droop</td>
<td>-575 MW</td>
<td>+417 MW</td>
</tr>
</tbody>
</table>

As seen in Fig. 5, the DC voltage of MTDC network is dramatically decreased to 565kV (29.3% voltage drop) at t=0.8s. As seen in Fig. 5, despite the power order of station 2 which is set 0, the active power of station 2 starts to increase at t=0.8s and then the power starts to oscillate. This phenomenon happens even when the MTDC network voltage is controlled with PI controller. For a stable operation of the system and power flow control, the DC voltage needs to be maintained and controlled at a constant level. However, when the DC voltage control is performed by the converter connected to the weak grid, the DC voltage cannot be maintained due to the power flow constraint to a weak grid. Finally, at 1.75s, when the power of station 2 ramped to 500MW, the total power of station 3 reduces to 500 MW that.
3.4 Unbalanced fault at weak AC network

In this section, the MTDC connected to the weak grid is tested. For the simulations in this section, the SCRs of AC grids 1, 2, and 3 are 2, 1, and 5, respectively. Furthermore, station 1's station 2 power orders are -1000MW and 500MW from 0s, respectively, and Station 3 controls the DC voltage. However, the power order of station 2 is set to 500MW, the real output of station 2 is curtailed to the around 420MW due to the very weak grid connection (SCR=1) of station 2.

In Fig. 7, a low impedance (0.001Ω) single phase fault (phase A) to the ground is applied to the connection point of the station 1 to AC grid 1 (weak grid) at 0.1 s for 0.4 s. The voltage of phase A of the station 1 drops to 0 after fault occurrence. As seen in Fig. 7, when the fault happens the DC component of common current of different legs of MMC in station 1 are deviating from each other and after fault clearance, overlay very fast, which means that the converter is capable of riding-through the unbalanced AC fault even if the AC fault happens in the connection point to weak AC grid. As it is seen in Fig. 7, during the fault, the converter is able to transfer the active power, however the power is reduced due to the unbalanced operation of converter (during unbalanced fault). Furthermore, the reactive power that is required for the AC voltage support is limited to 100MVar. The voltage of other stations are not impacted by the fault and DC voltage is well controlled.

Furthermore, in Fig. 8, the operational points and parameters of the system before the fault occurrence are similar to those for Fig. 7. In Fig. 8 a single phase to ground fault with the same duration and fault impedance occurs at the connection point of station 2 to AC grid 2 which is a very weak grid (SCR=1). Similar to the previous case the system is capable of riding-through the fault even with a very weak AC grid.

![Fig. 7. Phase A to ground fault at station 1(weak grid)](image)

![Fig. 8. Phase A to ground fault at station 2 (very weak grid)](image)
4 Discussion and Conclusions

In this paper, a three terminal MMC based MTDC system connected to weak grids is studied. The study has shown that control of MTDC voltage is very important to ensure the stable operation of the system. Control of DC voltage of MTDC network should be performed from the MMC station connected to the strongest AC system. The simulation results have also shown that the MTDC system connected to the weak and very weak grid, can ride-through the unbalanced fault as long as the power transfer limits of the system are considered.

5 Acknowledgements

This work is supported in part by the EPSRC, project reference numbers EP/G037728/1S.

6 References


